MANHOLE SHALL BE INSTALLED TO ALLOW ROOM FOR ADJUSTMENT OF ACCESS FRAME. ADEQUATE GROUND COVER SHALL BE PROVIDED TO PREVENT MANHOLE DAMAGE FROM IMPROPER VERTICAL WEIGHT DISTRIBUTION.

BRICK CHIMNEY—PLASTER WITH CEMENT MORTAR 1/2" THICK (HEIGHT AS REQUIRED)

EXISTING GRADE

COMPACTED SOIL BACK FILL

#67 STONE TO WITHIN 2'-6" OF FINISHED GRADE—ALL SIDES

CONCRETE MANHOLE

GRavel BED

8'-12" CRUSHED STONE

3/4" X 10' COPPER CLAD GROUND ROD

MANHOLE ELEVATION

SCALE: 1/2" = 1'-0"