KEYNOTES:

1. 1" FLEX CONDUIT INSIDE GYPSUM BOARD AND METAL STUD WALLS.

2. STEEL CITY #8Y-3/4", 2ea. 3-1/2" DEEP OUTLET BOX W/ 3/4" K.O. (TWO BOXES TO BE GANGED TOGETHER, AND 3/4" K.O. TO BE DRILLED OUT TO A 1" K.O. IN BACK HOLE ON TOP OF BOX). BOX MUST BE MOUNTED LEVEL, AS THE FACEPLATE MOUNTING CANNOT BE ADJUSTED TO COMPENSATE. PROVIDE PULL STRING FROM OUTLET TO WIREWAY, SECURE AT BOTH ENDS.

3. ALLIED 1" EMT CONDUIT TO NEW WIREWAY LOCATED IN HALLWAY CEILING SPACE, ROUTE ABOVE EXISTING ACOUSTIC CEILING TILE OR A</p>